
Date Time

AD31613 B50 Building 50 Y J.ESSATU 11/10/2016 14:03
AD31614 B928 Building 928 Y J.ESSATU 11/10/2016 13:06
AD31615 B4455 Building 4455 Y J.ESSATU 11/10/2016 13:48
AD31616 B4456 Building 4456 Y J.ESSATU 11/10/2016 13:26
AD31617 B5505 Moton Ct Y J.ESSATU 11/10/2016 14:54
AD32888 B50 Building 50 Y R.SIBERT 11/22/2016 12:46
AD32889 B928 Building 928 Y R.SIBERT 11/22/2016 12:31
AD32890 B4455 Building 4455 Y R.SIBERT 11/22/2016 13:20
AD32891 B4456 Building 4456 Y R.SIBERT 11/22/2016 12:59
AD32892 B5505 Moton Ct Y R.SIBERT 11/22/2016 13:42
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Number
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Sample Collection



Lab Received Sample 
Comments

Chlorine 
Residual

pH Temp 
(C)

Total 
Coliform 
Analysis

Date Date Time Value 
(mg/L)

Result

11/14/2016 11/11/2016 10:40 Negative 2.90 7.89 18.7 A
11/14/2016 11/11/2016 10:40 Negative 0.59 7.57 23.0 A
11/14/2016 11/11/2016 10:40 Negative 0.57 7.71 20.6 A
11/14/2016 11/11/2016 10:40 Negative 0.85 7.66 20.3 A
11/14/2016 11/11/2016 10:40 Negative 0.10 7.86 19.4 A
11/23/2016 11/23/2016 10:00 Negative 2.50 7.56 19.6 A
11/23/2016 11/23/2016 10:00 Negative 1.36 7.53 22.0 A
11/23/2016 11/23/2016 10:00 Negative 0.75 7.74 18.9 A
11/23/2016 11/23/2016 10:00 Negative 0.80 7.73 18.5 A
11/23/2016 11/23/2016 10:00 Negative 0.10 7.77 17.7 A
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